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 TYPICAL VACUUM PRIMING VALVE PIPING ARRANGEMENT 4-4-08
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THE PURPOSE OF THE VACUUM PRIMING VALVE IS TO AUTOMATICALLY ALLOW AIR
TO BE DRAWN OUT OF THE PUMPING SYSTEM UNTIL THE PUMP FILLS WITH WATER.
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OPTIONAL WATER LEVEL CONTROL
SWITCH TO INDICATE LOSS OF PRIME.
SEE DRAWING VM-38P/WLCS
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